APOLLO SOLAR T80
USING THE AUX RELAY TO CONTROL A FAN
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THE AUX 1 RELAY IN THE T80 IS
PROGRAMMED TO TURN ON WHEN THE
OUTPUT CURRENT IS OVER 10 AMPS AND
TO TURN OFF AT BELOW 5 AMPS.

\. +
AWG 18 GAUGE WIRES

IN-LINE %2 AMP
FUSE TO —
PROTECT WIRES

SYSTEM BATTERY
EITHER 12, 24 OR 48
FAN TO PROVIDE

VOLTS
VENTILLATION OF
+ + ‘| BATTERY BOX

ZEPHER TYPE

FAN MUST BE THE
SAME VOLTAGE AS THE
SYSTEM BATTERY

23 F. J. Clarke Circle
APOLLO Bethel, CT 06801

(203) 790-6400

SOLAR www.ApolloSolar.com

T80 APP NOTE

USING THE AUX RELAY FOR FANS

14-SEPT-11 J. PFEIFER




